The variation performance of integrated solar combined cycle (ISCC) is presented using energy, conventional exergy and advanced exergy analysis methods to provide information about exergy destruction of components and efficiencies of overall plant. Moreover, the theory of dividing the exergy destruction of main components into unavoidable/avoidable and exogenous/endogenous parts allows for further understanding the real potentials for improving. Besides, the exergy destruction rate and exergy efficiency of components as well as overall plant were hourly analyzed within a typical day. Results indicate the exergy destruction rate of overall system drops from 49.79% to 44.65% in summer and decreases from 49.79% to 47.59% in winter. As the solar irradiation intensity rises, the solar field efficiency reaches to 42.16% in winter and 47.5% in summer. The solar-to-electric energy efficiency gets to 13.69% in winter and 15.46% in summer. In addition, with the increase of solar energy input to the ISCC system, the exergy destruction of Brayton cycle components decreases; however, the exergy destruction of Rankine cycle components increases. Furthermore, the exergy destruction of solar field has a large extended from 14.55 MW to 58.03 MW. Moreover, the heat recovery steam generator (HRSG) and the steam turbines have the largest exergy destruction rate of 11.26% and 13.63% at 15:00 p.m.
Introduction
Solar source is a kind of renewable energy and can be used for producing heat and electricity. It can supply 11.3% of worldwide electricity by the middle of the twenty-first century according to the International Energy Agency [1, 2] . Therefore, the solar photovoltaic (PV) and solar thermal power technologies have been utilized in many countries. Indeed, the solar thermal power technology has a higher performance than the PV [3] . Currently, various types of solar collectors are applied to generate different temperature levels of solar heat, like parabolic trough collector (PTC), central tower receiver, linear Fresnel and parabolic dish, satisfying the solar thermal utilization in different temperature levels [4, 5] . However, the thermodynamics behaviors of solar field will be affected by its inherent properties, like low energy density and intermittence, thus limit the applied scopes [6, 7] . To solve these issues, some particular attentions have been given to the integrated solar combined cycle power plant (ISCC) over the last two decades [8] [9] [10] .
Initially, the theory of ISCC, which consists of PTC and conventional combined cycle power plant (CCPP), was proposed by Luz Solar International [11, 12] . In addition, the first ISCC plant in the Energies 2018, 11, 1574 3 of 16 the utilization of advanced thermodynamic analysis to a supercritical coal-fired power generation. Açıkkalp et al. [36] assessed another power facility via advanced thermodynamic analysis method. They indicated that the components of combustion chamber, the high-pressure steam turbine and the condenser had high enhancement potentials. Another research by Petrakopoulou [37] indicated that new improvement strategies are revealed with the advanced analysis that could not otherwise be found.
Although some research has been conducted on ISCC system based on exergy and advanced exergy analysis methods, we are not aware of reported analysis of exergy destruction or exergy efficiency of components vary with solar time in ISCC system. Therefore, the innovation of this paper resides in the advanced thermodynamic analysis of an ISCC system, which can be applied to estimate the exergy destruction variation of components in a typical day. The exergy efficiency and destruction efficiency have also been assessed and compared for the individual components as well as for the overall system. Moreover, the principle of dividing the exergy destruction allows for the better understanding the exergy destruction acquired via the advanced thermodynamic analysis. In addition, the conclusions provide significant contribution on developing the existing processes.
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System Description and Assumptions
System Description
The ISCC system is based on a conventional CCPP which consists a gas turbine of V94.3, a three-pressure HRSG with reheat and solar field as shown in Figure 1 . The pressured air burns with the nature gas in the combustion chamber (CC) then expands from the gas turbine to produce useful work. Meanwhile, the exhaust gas of the gas turbine is introduced to the HRSG to produce three different pressure level steams, i.e., the low-pressure steam (0. Herein, the temperature of the superheated steam for solar field remains unchanged, while the mass flow rete can be changed with the absorbed solar energy. In this study, a part of feed water get heat in the PTCs during the sunny days, and reduced the fossil fuel consumption (power output constant); however, the proposed ISCC system operates as an ordinary CCPP during the gloomy period. It should be noted that the steam turbine is supposed to work at full load invariably, while the gas turbine may be lightly loaded with solar time.
Assumptions
Owing to the solar field coupled to the conventional CCPP, the parameters, like temperature and pressure, would have some impacts on system's thermal efficiency, differ from that in the CCPP. Besides, we assume that the ambient temperature and pressure are 20 • C and 1 bar which means that the exergy value of inlet air is 0. In this paper, to simplify the analysis process, the simulation was further evaluated under the following conditions [27] :
Air and exhaust of gas turbine were considered as ideal gases. The combustion was ideal and heat losses had been taken into account in the collectors and exchangers. Besides, all other components had no energy losses. The lower heating value (LHV) of fossil fuel (natural gas) was 49,015 kJ/kg. The ambient temperature and pressure are 20 • C and 1 bar.
Thermodynamic Analysis
The mathematical modeling of the proposed systems is presented in this portion. In addition, the advanced thermodynamic (energy, conventional exergy and advanced exergy analysis) analysis methods are considered.
Energy Analysis
The amount of obtained solar thermal can be estimated by the solar radiation intensity and the total area of PTCs, which can be expressed as:
where A is the area of the collectors and N stands for the number of collectors, DNI is the direct normal irradiance. In the PTC, the solar thermal absorbed by the tube from the PTCs is defined as follow:
where the η opt is the collector optical efficiency of PTC and it is further expressed as [21, 29] :
where η int , η ref , η tra , η abs , η clc , η φ and K are intercept factor, mirror reflectivity, glass transmissivity, solar absorptivity, solar absorptivity, clean factor, mirror utilization rate and incidence angle modifier, respectively. The incident angle modifier can be expressed as [38, 39] :
where m f and LHV f are the mass flow rate and the lower heating value of fossil fuel (nature gas), respectively. Moreover, the efficiency of solar-to-electricity is applied to examine the behavior of the solar thermal conversion in ISCC and the equation is defined as follow:
where W ref is the net output work of CCPP with the same amount of fossil fuel consumption.
Conventional Exergy Analysis
For an ideal process, the exergy input to the PTCs coming from the exergy of solar radiation. The maximum work (ψ) can be obtained from radiation, which is calculated with Petela's formula [40] :
where T 0 is the ambition temperature, T s is the equivalent temperature of the sun as a black body (~5770 K).
The solar radiation exergy absorbed by the receiver tube and reflector is written as [41] :
The definition of exergy is expressed as the part of energy that can be completely converted to any other form of energy. Additionally, the exergy consists of four parts, i.e., the kinetic exergy, the potential exergy, the physical exergy ( Ex ch can be obtained by the following equation [42] :
.
We can notice the above equation for estimating the chemical exergy of fossil fuel is puzzled. Therefore, another equation is presented as follows:
where ξ is the coefficient of fossil fuel chemical exergy (
. Ex f ) to lower heating value (LHV f ), herein, the coefficient of nature gas is 1.06. Additionally, the received exergy ( Ex c ) by the absorber tube were defined as follow [4, 9, 29] :
where T r , T a and T s are the surface temperature of absorber tube, the ambient temperature and the solar surface temperature (5770 K), the Q i and Q s represent the heat transfer rate, MW, respectively.
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Advanced Exergy Analysis
The exergy destruction ( . Ex D,k ) in main components of proposed system under non-ideal working conditions will be analyzed via the advanced exergy analysis method. The exergy balance equation for k-th components is defined [42] :
where, for an energy conversion system, the .
Ex F,k and .
Ex p,k are the "Fuel exergy" and the "Product exergy", respectively.
In addition, the exergy efficiency (η e ) and the exergy destruction rate (y D,k ) are characterized as basic criteria for estimating the k-th component of ISCC, which can be defined as follow:
Moreover, for the overall system, when considering the exergy loss, the exergy balance equation can be expressed as [42] :
where,
E P and .
E F are the total exergy loss, total "Product exergy" and total "Fuel exergy" input the system.
In a complex energy conversion system, components interact with each other. Hence, the theory of dividing the exergy destruction into endogenous (
parts, help us better estimating the exergy destruction caused by the internal/external factors in components. To estimate the endogenous exergy destruction of the k-th component, the k-th component was defined operating under real conditions, while other components of the proposed system operate under theoretical conditions (as shown in Table 1 ), the result is endogenous of the k-th component. Then, the exogenous exergy destruction can be estimated by the following equation [42] :
Additionally, the portion of exergy destruction, which can be minimized via improving working conditions, can be defined as avoidable exergy destruction ( . Ex AV D,k ). However, the other portion that cannot be minimized is called unavoidable exergy destruction ( . Ex UN D,k ) [42] . The unavoidable parameters assumptions (as shown in Table 1 ) were used to calculate the unavoidable exergy destruction of the k-th component, which was defined by the experience and knowledge of the author on CCPP [42] :
The estimation of real, theoretical and unavoidable conditions are assumed from previously reported work [36] and the basic parameters are shown in Table 1 . 
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Results and Discussion
Model Validation
In this paper, the models of conventional CCPP (Siemens, SGT5-4000F) and PTC were established on the thermodynamic software of Ebsilon ® Professional (12.05, STEAG company, Essen, Germany). A great number of main parameters were chose to verify the simulation consequences of the proposed models. The main thermodynamic parameters of simulated values and designed values of CCPP are presented in Table 2 . Herein, the results show a great accordance between the simulation values and the designed values (Siemens). After that, the PTC was added into the CCPP to heat part of feed water as shown in Figure 1 . The module of LS-2 was selected as the PTC in this study. It was uniformed on north-south and tracking the trajectory of the sun from east to west. The main parameters of PTCs are presented in Table 3 . Moreover, the location of Shanghai, China (31.2 • N, 121.4 • E) was selected for this study. To evaluate the performance of the ISCC system during typical days, the hourly values of Shanghai were obtained from meteorological database, like the wind speed, the ambient temperature and the DNI. The aperture area of PTC is 786 m 2 with 280 Loops. The thermal efficiency in this study has been taken from previous studies [12] . The solar irradiation has selected to be 800 W/m 2 , and the incident angle (θ) is 0 • , in order emphasis to be given in the thermal and exergy analysis [41] . The PTCs heat the HTF (Heat Transfer Fluid) from 315.9 • C to 395.0 • C, and the pressure drops from 5.0 MPa to 3.5 MPa. In addition, the heat loss of pipeline is 20 W/m 2 . 
Results of Energy and Conventional Exergy Analysis
The ISCC system has double energy inputs (i.e., the solar energy and nature gas). The performances of solar field and overall plant are affected by the solar irradiation intensity. Therefore, a parametric study is conducted to examine the performance of both solar field and overall proposed system on four typical days (21st March, 22nd June, 23rd September and 22nd December).
The solar field efficiency and solar-to-electric efficiency depend on the irradiation intensity and are shown in Figure 2 . It can be observed that as the solar irradiation intensity raises, the efficiency of solar field increase to 42.16% in winter and 47.5% in summer at noon time (13:00 p.m.). Besides, the solar-to-electric efficiency reaches to 13.69% in winter and 15.46% in summer. Herein, it should be noticed that the temperature of superheated steam for solar field is constant (358.5 • C); however the mass flow rate of the superheated steam can vary with the irradiation intensity. 
Results of Energy and Conventional Exergy Analysis.
The solar field efficiency and solar-to-electric efficiency depend on the irradiation intensity and are shown in Figure 2 . It can be observed that as the solar irradiation intensity raises, the efficiency of solar field increase to 42.16% in winter and 47.5% in summer at noon time (13:00 p.m.). Besides, the solar-to-electric efficiency reaches to 13.69% in winter and 15.46% in summer. Herein, it should be noticed that the temperature of superheated steam for solar field is constant (358.5 °C ); however the mass flow rate of the superheated steam can vary with the irradiation intensity. To further assess the exergy performance of proposed system on the four typical days, the both results of exergy efficiency and exergy destruction rate of proposed ISCC system are demonstrated in Figure 3 . The results reveal that as the solar irradiation intensity increases, the overall system exergy efficiency increases. Additionally, the overall system exergy efficiency can reach from 50.21% to 55.35% in summer and from 50.21% to 52.41% in winter. On contrast, the exergy destruction rate of overall system drops from 49.79% to 44.65% in summer and drops from 49.79% to 47.59% in winter. It should be noticed that the exergy efficiency value of 50.21% and the exergy destruction rate of 49.79% are the standard values of conventional CCPP (without solar field).
Indeed, the fuel-based efficiencies only consider the portion of energy received from fossil fuels. When the proposed system operates under the fuel-saving conditions, it means the power output constant and the fuel consumption varies with the irradiation intensity. In addition, the solar energy inputs the system will reduce the fuel consumption (output constant), thus improves the energy efficiency but drops the exergy destruction rate. To further assess the exergy performance of proposed system on the four typical days, the both results of exergy efficiency and exergy destruction rate of proposed ISCC system are demonstrated in Figure 3 . The results reveal that as the solar irradiation intensity increases, the overall system exergy efficiency increases. Additionally, the overall system exergy efficiency can reach from 50.21% to 55.35% in summer and from 50.21% to 52.41% in winter. On contrast, the exergy destruction rate of overall system drops from 49.79% to 44.65% in summer and drops from 49.79% to 47.59% in winter. It should be noticed that the exergy efficiency value of 50.21% and the exergy destruction rate of 49.79% are the standard values of conventional CCPP (without solar field).
Indeed, the fuel-based efficiencies only consider the portion of energy received from fossil fuels. When the proposed system operates under the fuel-saving conditions, it means the power output constant and the fuel consumption varies with the irradiation intensity. In addition, the solar energy inputs the system will reduce the fuel consumption (output constant), thus improves the energy efficiency but drops the exergy destruction rate. The overall system exergy destruction rate variation with time.
Results of Advanced Exergy Analysis.
The calculated results of the exergy destruction, exergy efficiency and exergy destruction rate of main components in proposed ISCC system within a typical day (22nd June) were shown in Figures 4-9 . Additionally, in order to better estimate the potentials for performance enhancement of the components, the exergy destruction of components was divided into unavoidable/avoidable and exogenous/endogenous parts. In addition, the unavoidable/avoidable and exogenous/endogenous exergy destruction of Brayton cycle components (compressor, CC and gas turbine) are shown in Figures 4-6 . It can be observed that with the increase of solar energy input to the ISCC system, the exergy destruction (unavoidable/avoidable and exogenous/endogenous) of Brayton cycle components decreases. For instance, the exergy destruction of compressor decreases from 19.71 MW at 8:00 a.m. to 18.29 MW at 15:00 p.m. Meanwhile, the exergy destruction of CC drops from 237.82 MW to 214.99 MW, and the exergy destruction of gas turbine reduces from 31.56 MW to 29.00 MW. Additionally, the unavoidable/avoidable and exogenous/endogenous exergy destruction of gas turbine also decreases 
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Results of Advanced Exergy Analysis.
The calculated results of the exergy destruction, exergy efficiency and exergy destruction rate of main components in proposed ISCC system within a typical day (22nd June) were shown in Figures 4-9 . Additionally, in order to better estimate the potentials for performance enhancement of the components, the exergy destruction of components was divided into unavoidable/avoidable and exogenous/endogenous parts. In addition, the unavoidable/avoidable and exogenous/endogenous exergy destruction of Brayton cycle components (compressor, CC and gas turbine) are shown in Figures 4-6 . It can be observed that with the increase of solar energy input to the ISCC system, the exergy destruction (unavoidable/avoidable and exogenous/endogenous) of Brayton cycle components decreases. For instance, the exergy destruction of compressor decreases from 19.71 MW at 8:00 a.m. to 18.29 MW at 15:00 p.m. Meanwhile, the exergy destruction of CC drops from 237.82 MW to 214.99 MW, and the exergy destruction of gas turbine reduces from 31.56 MW to 29.00 MW. Additionally, the unavoidable/avoidable and exogenous/endogenous exergy destruction of gas turbine also decreases In addition, the unavoidable/avoidable and exogenous/endogenous exergy destruction of Brayton cycle components (compressor, CC and gas turbine) are shown in Figures 4-6 . It can be observed that with the increase of solar energy input to the ISCC system, the exergy destruction (unavoidable/avoidable and exogenous/endogenous) of Brayton cycle components decreases. For instance, the exergy destruction of compressor decreases from 19.71 MW at 8:00 a.m. to 18.29 MW at 15:00 p.m. Meanwhile, the exergy destruction of CC drops from 237.82 MW to 214.99 MW, and the exergy destruction of gas turbine reduces from 31.56 MW to 29.00 MW. Additionally, the unavoidable/avoidable and exogenous/endogenous exergy destruction of gas turbine also decreases slightly. Since the reduced fuel consumption decreases both the inefficiency and inherent irreversibility then reduces the exergy destruction of gas turbine. Obviously, the reduction of exergy destruction can lead to the improvement of the overall plant performance. Moreover, it has been also observed that the CC and gas turbine have a higher percentage of endogenous exergy destruction. It is separate from the external factors and related to the irreversible losses. Besides, the compressor has a large proportion of exogenous exergy destruction which is associated with the operation conditions (external factors) and it can be influenced between components.
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(a) (b) Furthermore, the results of exergy efficiency and exergy destruction rate of Brayton cycle components (compressor, CC and gas turbine) variation with time are also shown in Figures 4-6 . It can be obtained that the exergy efficiency rises with the solar irradiation intensity. Moreover, the compressor, CC and gas turbine have the largest exergy efficiency values of 93.45%, 77.75% and 94.61% at 16:00 p.m. As previously discussed, this is due to the fuel-saving condition can reduce a part of fuel consumption then minimizes the exergy destruction. However, the exergy destruction rate has an opposite trend with that of exergy efficiency. Thus, the compressor, CC and gas turbine have the lowest exergy destruction rate of 6.55%, 22.25% and 5.39%, respectively. Similar to previous figures, results of the exergy destruction, the exergy efficiency and the exergy destruction rate for Rankine cycle components (HRSG, steam turbines and solar field) variation with time are displayed in Figures 7-9 . It has been seen that the exergy destruction (unavoidable/avoidable and exogenous/endogenous) of Rankine cycle components raise with the solar irradiation intensity, which means the irreversible losses caused by independent of external factors in Rankine cycle components increase with the solar irradiation intensity. For instance, the exergy destruction of HRSG rises from 27.14 MW at 8:00 a.m. to 29.19 MW at 15:00 p.m. Meanwhile, the exergy destruction of steam turbines extended from 18.85 MW to 27.45 MW and the exergy destruction of solar field has a large expanded from 14.55 MW to 58.03 MW. Moreover, the exergy efficiency and exergy destruction rate of HRSG and steam turbines variation with time are also shown in Figures 7 and 8 . It can also be observed that the exergy destruction rate rises with the solar irradiation intensity. Additionally, the HRSG and steam turbines have largest exergy destruction rate of 11.26% and 13.63% at 15:00 p.m. Since the solar energy integrated into the HRSG of Rankine cycle is converted into electricity improving the thermodynamic efficiency of proposed system. However, the HRSG and steam turbines show lowest exergy efficiency values of 88.74% and 86.37%, respectively.
The results of the exergy destruction, the exergy destruction rate and the exergy efficiency for solar field variation with time are illustrated in Figure 9 . It can be obtained that the endogenous portion always shows a larger value than the exogenous one. For the reason that the energy losses (internal factors) in the large numbers of exchangers and the heat transfer process occurred in the vast area of the solar field have a dominant role in exergy destruction. Similarly, the portion of unavoidable exergy destruction which cannot be minimized under the current technical or economic restrictions is larger than the avoidable one.
In addition, the exergy destruction value of solar field rises with the solar irradiation intensity, and the solar field appears a largest exergy efficiency value of 46.06% at 15:00 p.m., at the same time, it shows a lowest exergy destruction rate of 53.88%. However, as the solar energy entering the system, the exergy efficiency will increase from 50.21% to 55.35%, thus further improving the performance of proposed ISCC system.
Results can be acquired from the above perspectives. In particular, designers should focus first on the CC and the steam turbines. Since the CC and the steam turbines present larger avoidable exergy destruction than other components, thus the two components are more important by technical modifications. Moreover, all components except the compressor have higher endogenous exergy destruction, which indicates the most irreversible exergy destruction is produced by the component itself (topology structure). It should be noticed that the calculated unavoidable/avoidable and exogenous/endogenous exergy destruction values are positive, which reveals that the performance of components enhances with the strengthening of other system components.
Conclusions
In this paper, the variation performance of solar field and overall ISCC system were analyzed through energy and conventional exergy analysis methods. Additionally, the advanced exergy Moreover, the exergy efficiency and exergy destruction rate of HRSG and steam turbines variation with time are also shown in Figures 7 and 8 . It can also be observed that the exergy destruction rate rises with the solar irradiation intensity. Additionally, the HRSG and steam turbines have largest exergy destruction rate of 11.26% and 13.63% at 15:00 p.m. Since the solar energy integrated into the HRSG of Rankine cycle is converted into electricity improving the thermodynamic efficiency of proposed system. However, the HRSG and steam turbines show lowest exergy efficiency values of 88.74% and 86.37%, respectively.
In this paper, the variation performance of solar field and overall ISCC system were analyzed through energy and conventional exergy analysis methods. Additionally, the advanced exergy method was aimed at the main components of ISCC by dividing the exergy destruction into unavoidable/avoidable and exogenous/endogenous parts, which can better estimate the real prospective of the components in the proposed system. It can be observed that the advanced exergy analysis provides useful and more reliable information not attainable from the conventional exergy analysis. Moreover, the variation performances of main components were hourly analyzed within a typical day. From the obtained results, the conclusions of this research are as follows:
As the solar irradiation intensity rises, the solar field efficiency reached to 42.16% in winter and 47.5% in summer at noon. The solar-to-electric efficiency got to 13.69% in winter and 15.46% in summer. For overall plant, the exergy efficiency reached from 50.21% to 55.35% in summer and from 50.21% to 52.41% in winter. In contrast, the exergy destruction rate dropped from 49.79% to 44.65% in summer and decreased from 49.79% to 47.59% in winter. For Brayton cycle components, with the increased of solar energy input to the ISCC system, the exergy destruction of Brayton cycle components decreased. The exergy destruction of compressor dropped from 19.71 MW to 18.29 MW at 8:00~15:00. Meanwhile, the exergy destruction of CC and gas turbine decreased from 237.82 MW to 214.99 MW and from 31.56 MW to 29.00 MW, respectively. Furthermore, the compressor, CC and gas turbine had the largest exergy efficiency values of 93.45%, 77.75% and 94.61% at 16:00 p.m. However, they showed lowest exergy destruction rate of 6.55%, 22.25% and 5.39%, respectively For Rankine cycle components, the exergy destruction increased with the solar irradiation intensity, the exergy destruction of HRSG raised from 27.14 MW to 29.19 MW at 8:00~15:00. Meanwhile, the exergy destruction of steam turbines enlarged from 18.85 MW to 27.45 MW and the exergy destruction of solar field had a large extended from 14.55 MW to 58.03 MW. Additionally, the HRSG and the steam turbines had largest exergy destruction rate of 11.26% and 13.63% at 15:00 p.m. However, they showed lowest exergy efficiency values of 88.74% and 86.37%, respectively. The solar field had a largest exergy efficiency value of 46.06% at 15:00 p.m.; at the same time, it showed a lowest exergy destruction rate of 53.88%.
